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PANELBOARD "30-GLA’ PANELBOARD "30-GLB’
POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS
NO DESCRIPTION SIZE | Kva | SIZE [ A | B | ¢ | SIZE | Kva | SIZE DESCRIPTION NO NO DESCRIPTION SIZE | Kva | SIZE [ A | B | ¢ | SIZE | Kva | SIZE DESCRIPTION NO NOTE:
1 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 20/1 | 0.80 | 12 |RECEPTACLE - DISTRIBUTION MODULE 2 1 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 | * 20/1 | 0.80 | 12 |RECEPTACLE - DISTRIBUTION MODULE 2 PROVIDE DOOR—IN—DOOR TYPE
3 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 * 20/1 | 0.80 | 12 |RECEPTACLE - DISTRIBUTION MODULE 4 3 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 * 20/1 | 1.00 | 12 |RECEPTACLE - DISTRIBUTION MODULE 4 TRIMS FOR ALL PANELBOARDS
5 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 20/1 | 0.80 | 12 |RECEPTACLE - DISTRIBUTION MODULE 6 5 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 1.00 | 12 |RECEPTACLE - DISTRIBUTION MODULE 6
7 | RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 8 7 | RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 8
9 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 x 20/1 12 |RECEP - DIST MODULE - SPARE 10 9 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 x 20/1 12 |RECEP - DIST MODULE - SPARE 10
11 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 12 11 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.60 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 12
13 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 14 13 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.60 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 14
15 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 16 15 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 16
17 |RECEPTACLE - DISTRIBUTION MODULE 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 18 17 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 18
19 |RECEP - DIST MODULE - SPARE 12 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 20 19 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.60 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 20
21 |RECEP - DIST MODULE - SPARE 12 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 22 21 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.60 | 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 22
23 |RECEP - DIST MODULE - SPARE 12 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 24 23 |RECEP - DIST MODULE - SPARE 12 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 24
25 |RECEP - DIST MODULE - SPARE 12 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 26 25 20/1 | 0.80 | 12 |RECEPTACLE - TOILET ROOM 26
27 |RECEP - DIST MODULE - SPARE 12 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 28 27 * 2071 ] 1.20 | 12 |RECEPTACLE - EWC 28
29 |RECEP - DIST MODULE - SPARE 12 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 30 29 20/1 | 080 | 12 |RECEPTACLE - LOBBY SEC 30
31 |RECEPTACLE - TELECOM 12 | 1.0 | 201 20/1 | 0.80 | 12 |RECEPTACLE - OPEN AREA 32 ST |SPARE 20/1 2071 | 0.60 | 12 |RECEPTACLE - LOBBY 52
33 |RECEPTACLE - TELECOM 12 | 1.0 | 201 x 20/1 | 0.80 | 12 |RECEPTACLE - OPEN AREA 34 33 |SPARE 20/1 * 2071 | 060 | 12 [RECEPTACLE - OPEN AREA 4
55 |SPARE 0/ 20711 020 | 12 |UNIT REATER o 35 |SPARE 20/1 20/1 | 1.20 | 12 |RECEPTACLE - OPEN AREA 36
37 |SPARE 20/1 20/1 | 0.60 | 12 |CABINET HEATER 38 37 [SPARE 20/1 20/1 SPARE 38
39 |SPARE -~ " 20 0 39 | SPARE 20/1 * 20/1 SPARE 40
o orme o 30/2 [———] 10 |RECEPTACLE - TELECOM " 41 | SPARE 20/ 20/1 SPARE 47
VOLTAGE: 208/120V 30, 4W SHASE A 680 | LOCATION. CROUND FLOOR VOLTAGE: 208/120V 3@, 4W PHASE A 580  |LOCATION: GROUND FLOOR
SIZE/TYPE BUS. 225A ALC.22.000  |PuAsE B 820 |MOUNTING. SURFACE SIZE/TYPE BUS: 225A A..C.:22,000 |PHASE B 7.00  |MOUNTING: SURFACE
SIZE/TYPE MAINS. 225A-3P MCB SHASE G 660  |FED FROM. DSEL SIZE/TYPE MAINS: 225A-3P MCB PHASE C 6.00  |FED FROM: DSBL
ms SUB TOTAL (kva) 2160 | REMARKS: 2007 NEUTRAL LUGS: SUB TOTAL (kva) 18.80  |REMARKS: 200% NEUTRAL
PANELBOARD '30-GLC’ PANELBOARD '30-GLD’
POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS POS LOAD WIRE | LOAD | C/B PHASE C/B | LOAD | WIRE LOAD POS
NO DESCRIPTION SIZE | Kva | SIZE 5 SIZE | Kva | SIZE DESCRIPTION NO NO DESCRIPTION SIZE | Kva | SIZE 5 SIZE | Kva | SIZE DESCRIPTION NO
1 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE 2 1 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE 2
3 RECEPTACLE - DISTRIBUTION MODULE 12 0.80 20/1 * 20/1 | 1.20 12 |RECEPTACLE - DISTRIBUTION MODULE 4 5 |RECEPTACLE - DISTRIBUTION MODULE 12 1.20 20/1 * 2071 | 0.60 12 |RECEPTACLE - DISTRIBUTION MODULE 4
5  |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE 6 S |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 2071 ] 0.60 | 12 |RECEPTACLE - DISTRIBUTION MODULE 6
7 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 8 /7 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.60 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 8
9 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 x 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 10 9 |RECEP - DIST MODULE - SPARE 12 2071 ' 2071 12 |RECEP - DIST MODULE - SPARE 10
11 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 12 11 |RECEPTACLE - EXAM 2 | 1.20 | 2071 20/1 | 0.60 | 12 |RECEPTACLE - PASSAGE 12
13 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.40 | 20/1 20/1 | 1.20 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 14 15 |RECEPTACLE - EXAW 12| 120 | 2071 2071 ] 9.80 | 12 |RECEFIACLE - PASSAGE 1
15 | RECEPTACLE - DISTRIBUTION MODULE | 12 | 0.80 | 20/1 * 20/1 | 0.60 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 16 1o |RECHPTACLE - DO ESmES A : 20711 980 | 12 |REEPIARLE - BLOVD DRAW °
17 |RECEPTACLE - EXAM 12 | 1.20 | 20/1 20/1 | 0.60 | 12 |RECEPTACLE - WAITING 18
17 | RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.00 | 20/1 20/1 | 0.60 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 18 79 [SHADE MOTORS 5 T 12 1 201 201 | 060 | 12 IRECEPTACLE — WATTING ”
19 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 | 0.60 | 12 |RECEPTACLE - DISTRIBUTION MODULE | 20 21 |SPARE 2071 " 20711 050 | 12 |CIRC. PUMP RCP-1 ”
21 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 22 23 | SPARE 20/1 20/1 SPARE 24
23 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 24 25 | SPARE 20/1 20/1 SPARE 6
25 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 26 27 | SPARE 20/1 * 20/1 SPARE 28
27 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 * 20/1 12 |RECEP - DIST MODULE - SPARE 28 29 | SPARE 20/1 20/1 SPARE 30
29 |RECEPTACLE - DISTRIBUTION MODULE | 12 | 1.20 | 20/1 20/1 12 |RECEP - DIST MODULE - SPARE 30 31 |SPARE 20/1 20/1 SPARE 32
31 | SHADE MOTORS 20/1 20/1 | 0.80 | 12 |RECEPTACLE - EXTERIOR 32 33 | SPARE 20/1 * 20/1 SPARE 34
33 |SHADE BUS/SUPPLY/REPEATER 20/1 * 20/1 SPARE 34 35 |SPARE 20/1 20/1 SPARE 36
35 |SPARE 20/1 20/1 SPARE 36 37 | SPARE 20/1 20/1 SPARE 38
37 | SPARE 20/1 20/1 SPARE 38 39 | SPARE 20/1 * 20/1 SPARE 40
39 1.3 * 20/1 SPARE 40 41 |SPARE 20/1 20/1 SPARE 42
41 COFFEE MAKER 10 1.3 2072 20/1 SPARE 42 VOLTAGE: 208/120V 3@, 4W PHASE A 6.80 LOCATION: GROUND FLOOR
VOLTAGE: 208/120V 3@, 4W PHASE A 10.20 LOCATION: GROUND FLOOR SIZE/TYPE BUS: 225A A..C.:22,000 |PHASE B 4.30 MOUNTING: SURFACE
SIZE/TYPE BUS: 225A A.1.C.:22,000 |PHASE B 9.50 MOUNTING: SURFACE SIZE/TYPE MAINS: 225A-3P MCB PHASE C 9.40 FED FROM: DSBL
SIZE/TYPE MAINS: 225A-3P MCB PHASE C 10.10  |FED FROM:  DSBL LUGS: SUB TOTAL (kva) 16.50  |REMARKS: 200% NEUTRAL
LUGS: SUB TOTAL (kva) 29.80  |REMARKS: 200% NEUTRAL
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